Instrument Prep.
B1.4750

ROOM AIR CHANGE AND PRESSURE DATA
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Area Name:
Instrument Prep
B1.4750

Number of Terminals: 2

Number of Rooms:
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Issued Version 1.1

EAB Project #:
Project Name:

UTMDA-PM TIER | & Il MC Procedure &
Treatment Room Standard 170 Testing - 2023

2230007-1-2-10

Tested By: BN

ROOM NUMBER| ROOM TYPE|SUPPLY DES|SUPPLY ACT[RETURN DES|RETURN ACT [EXHAUST DES|EXHAUST ACT|ROOM PRESS.|EMS MON.|ROOM VOL! ACH DATE VERIFIED
B1.4750 [Decon Room NDP 140 N/A N/A NDP 215 -0.002 N/A 930 13.9 01-11-2023
BOX TAG: DD-01 BOX TAG: N/A BOX TAG:
AIRFLOW TYPE: SUPPLY (OUTLETS) AIRFLOW TYPE: EXHAUST (INLETS) AIRFLOW TYPE: SUPPLY (OUTLETS)
Inlet Size 8"0/8"0
AIRFLOW TOTAL: 140 CFM AIRFLOW TOTAL: 215 CFM AIRFLOW TOTAL: 0 CFM
ROOM NO |MARK| INLET | READOUT CF ROOM NO |MARK| INLET | READOUT CF 0 ROOMNO |MARK| INLET | READOUT CF
1 B1.4750 |EX-S1 6"2 140 1.00 E1 B1.4750 |EX-E1 8"2 215 1.00 "o
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REMARKS

Date Tested: 01-11-2023
Eheet Number:
B1.4750
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